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1.Giris

Bu dokiimanda NS serisi ekranlarda nasil alarm olusturulacag: anlatilacaktir.
NS serisi ekranlar1 programlamak igin CX-One icerisinde bulunan CX-Designer programi

kullanilmaktadir.

2. Alarm Ekleme

Alarmlar Project Workspace’de veya PT kisminda bulunan Alarm/Event Setting’ den

olusturulmaktadir.
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----- B Data Block Setting

..... ES] String Table Setting

----- @ Password

----- inck | Init/Scale

----- ™ Dialog Setting

----- 2 Symbol Table

----- T8 Device Data Transfer Setting
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Alarm/Event Setting acildiginda “Add” segilerek alarmlar eklenmektedir.
“Add” secilerek ¢ikan ekrandan alarm mesaji, adresi, algilama tipi, alarm gegmisinde goriiniip
goriinmeyecegi  veya olustuktan sonra silinip silinmeyecegi gibi  6zellikler

belirlenebilmektedir.

swtch NN | Occured Tt NN~ |
Released Text -|'|

tents | Setting

— Message
[~ Usethe String Table

Message INarrn‘I ocoured.

Alarmy/Event Sting Mo, ([Mone) Refer to the String T able | >
S e S| | B
Stri Message Addre{ [ Address uto | Conten
OFF | Alarm1 occured. NX1P:alarm | Address INX1P35|5""”5 Set(3).. | N[0 Edit... |
OFF | Alarm1 eccured. NX(1P:alarr N [0
OFF | Alarm1 occured. NX1Palary | Detection Type |Raise alam on Set fo 1) of address v N[0 -
OFF | Alarm1 occured. NX1P:alarr N [0 Delots
OFF| Alarm1 occured. NX1P:alarr] N |0

Priority I 1 _|:' Display Type |High Alarm - Mave Up
Group E Set(4)...
|ID _l Fdave D ovn

Switch Screen

did,

Screen Switch ID:Sc:'een Page0000
[~ Switch screen when Alam/Event occumed Set(D)... |

r Switch Contents

Contents No. I ﬂ_l;

[ Switch contents when Alam/Event occumed

2 [V Saveto History Total No. of Hist. Settings [ 5
[” Delete when Alam/Event is cancelled —

Please set consecutive addresses when poss | [ Digplay the document on a document display object
When setting tags, set BOOL aray when posg P Pl o]

If addresses/tags are not consecutive, there r| Dacument Mo, 1 Set(E]...
Import CSV... Export CSV... P 0K I Cancel | Help | Cancel Help
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Eklenen alarmlar asagidaki resimdeki gibi goriinmektedir. Buradan da oncelik, 6nemlilik,

olusma ve kaybolma renkleri gibi ayarlar yapilabilmektedir.

Alarrn/Event

d

Sl%v'rtm Typel - H=High Alam M=Middle Alam L=Low Alamm E=Event

Ma. | Stri Message Address| Priority| Display | Group| Auto| Switch | Aut| Sav| Detect] Occurred| Released| Aul
1 OFF| Alarm1 occured. | $B0 1 H 0 OFF |0 OF | ON

2 OFF| Alarm2 occured. | $B81 1 M 0 OFF |0 OF [ON

3 OFF| Alarm3 occured. | $B2 1 L 0 OFF |0 OF [ON

4 OFF| Alarmd4 occured. | $B3 1 H 0 OFF |0 OF | ON

5 OFF| Alarma occured. | $B4 1 H 0 OFF |0 OF [ON

Please set consecutive addresses when possible.
When setting tags, set BOOL amay when possible.
F addresses/tags are not consecutive, there may be a decline in communication performance.

Import CSV...

Export CSV...

Parameter...

Add Infa...

lcan...

0

6] | Cancel Help

3. Alarm Gosterimi

Alarmlar1 ekranda gosterebilmek icin asagida ikonlar1 bulunan Alarm/Event Display veya

Alarm/Event Summary History ekrana yerlestirilmelidir. (Function Object meniisiinde de

mevcuttur)

=
=]
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Alarm/Event Display’de sadece o an olusan alarmlar goriilebilmektedir.

Asagida goriilen ekrandan gerekli ayarlarin yapilmasi gerekmektedir. Tablo rengi, alarm yaz1
tipi ve rengi, gosterilecek alarm tipleri, zamanin gosterilip gosterilmeyecegi gibi ayarlar
yapilabilmektedir.

}ﬂxlarm_-’Event Display - ALMOO02 x

General ]Fluwing String ] Text ] Background ] Frame ] Fliclcer] Passwaord ] Control Flag ] Macro ] Size/Position ]

Object Comment |a|an'n

Group Specification Digplay type
| Display Cnly the Specified Group v High Alamm
Iv Middle Alam
[v Low Alam
[+ Event
Date & Time Display Format Alam/Event Reagistration
Switch |T'.-'F'ED ﬂ |
Register Alam./Event(0)...
v Date |mmf|:||:|f'_."_."_."_.' ﬂ
v Time |hh:mm:ss K, ﬂ

Movement when Display Area is Pressed
[~ Switch Screen to the Specified Page set with an Alam/Event Setting
[v Switch to the Specified Contents set with an Alam/Event Setting

| Erase Displayed Message

[ Use As Defautt
|v Display Extension Tabs Apply | OK | Cancel Help

Ekranda goriintiisti asagidaki gibidir.
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Onceden olusan alarmlar da gosterilmek istenirse  Alarm/Event Summary History
kullanilmalidir.

Ekranda gosterilmek istenen ikonlar asagida goriilen resimden segilebilir ve boylece ekranda
bulunan alarmlarin neye gore siralanacagi segilebilir. Onceki displayde oldugu gibi ayni

sekilde ayarlar buradan yapilabilmektedir.

Alarmf&yent Summary & History - ALS0004 *
Flicker ] Paszword ] Control Flag ] Macrao ] Size/Position ]
General ] Display ] Text ] Background lcon l Wertical Scroll Bar ] Horizortal Scroll Bar ] Frame ]
lcons Cptions
I+ From Mew Date & Time(1) | Enable Deletion of Unchecked Alamms
[+ From Old Date & Time(2) [~ Enable Deletion of Cumently Occumed Alamms
v From High Pricrity(3) | Display Confimation Dialog when Deleting Alams
[+ From Low Prionty(4) [ Display Corfimation box when Canceling Checks
[+ From High Frequency(5)
[+ From Low Frequency(S)
v Delete Selected Alams(7)

[v Check Selected Alams(3)
[v Check Al Alamms(3)

[v Cancel All Alam’s Checks(B)
[v Change Display TypelC)

lcon size

Width 32= Height 323:

[ Use As Default
[v Display Extension Tabs Apply | - | -~ —
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Ekranda goriinimii agagidaki gibidir.

12/20/2016 B3:

¥ 1272072018 1o
12/20/2016 Ba:
k1272072013 B

Ba: 49 41 PM

‘ ‘/W « AL
/ BT N T
« BURM| = AR

4. Ornek Uygulama

Ekteki uygulamada alarm olusturabilmek i¢in 5 tane buton olusturuldu. Bu butonlara ekran
hafizasindaki adresler atandi. Eger bagka bir cihazla haberlestirip o cihazdan alarm alinmasi

gerekiyorsa “Host” kismindan haberlesilen cihaz se¢ilmelidir.

OM/OFF Button - PB0OOD3 >
@ General ]CD|DU’ShapE] Label ] Frame ] FIicker] Write ] F‘asswordl Group ] Control Flagl Macml SizefPos'rtion] Other ]
[
Ohbject commert || b’
Action Type Address
0 {* Momentary Virite Address sBO Setl..
23] " Mtemate | I
= " SET
BEE " RESET | 4
[ ¥
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Address Setting x
) Input Direct Symbal !
LR £ Address[l] Programming (V) | Input Tag() | List(Z)
Host PT Memory -
Mame I[f-‘-.l.rh:umatic Generation)
— Mumber
Prea Ward Bit

Intemal Memony($E)

= o o

[ sl
s
EEE
[o]

|
=

=
=

Alarm/Event Setting agilarak butonlar “Address” kismina tanimlandi. “Detection Type”

butonlarin degeri 0°dan 1’e gectginde alarm olusacak sekilde ayarlandi.

Uata Log Sefng
¥ Brokendine Graph Group Setting
-/ Data Block Setting
--E8 Sting Table Setting
@ Password
-k Unit/Scale
[ Dialog Setting

% Symbol Table
00 Device Data Transfer Setting
- /% Troubleshooter Setting

Alarm/Event

Switch | Typel - l

Mo.| Stri Message

OFF| Alarm2 occured.

OFF| Alarm3 occured.

OFF| Alarmd occured.

(SR )

OFF| Alarm5 occured.

Please set consecutive addresses when possible.
When setting tags. set BOOL amay when possible.
If addresses/tags are not consecutive, there may b

Import CSV... Export CSV... Parame]

Alarm/Event Details X
Switch v| OccuredTex NN~

Released Text (DD |~ Rt

™ Usethe Sting Table
Message INarrn‘I occured.

String Mo, |[Mone] Fiefer to the String T able

Address 81

Set(d)... |

I Detection Type IRaise alam on Set fto 1) of address LI I

Display Type IH\gh Alam vl
Sat(4)...

Group I'D:

— Switch Screen

Screen Switch |'D.Screen Page0000
™ Switch screen when Alam/Event occumed

Set(5)...

Switch Contents

Contents No I 0 _Ij

¥ Switch contents when Alam/Event occumed

incel

Edit.. |
Add... |
Delete |
fdowve Up |
Move Down |

Help
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Eklenen butonlarin hepsi Alarm/Event Setting’de alarm olarak tanimlandi.

Alarm/Event *
Switch | Typel - H=High Alarm M=Middle Alarm L=Low Alarm E=Event
Mo. | Stri Messzage Address | Pl Displ] G| Aut] Switg Aut| Sav| D| Occurre| Releas| Auto] Cont
1 OFF | Alarm occured. B0 1|H 0|0OF |0 OF |ON | U OM |0 |
2 OFF| Alarm2 occured. 5B1 1M 0|OF |0 OF |ON | U OMN |0
3 OFF | Alarm3 occured. 5B2 1(L 0|OF 0 OF [ON|U OM |0
4 OFF | Alarm4 occured. %83 1|H 0|0OF |0 OF |OM | U OM |0
5 OFF | Alarm5 occured. 5B4 1|H 0|0OF |0 OF |ON | U OM |0

Giincel ve eski alarmlar1 goriintiillemek igin ekrana Alarm/Event Display ve Alarm/Event

Summary History yerlestirildi.

le/21/2016 18:15:55 A
¥ 12/21/2015 10:15:58 AM
le/21/201 18:15:55 Al
¥ 12/21/2018 10:15:58 AM
le/21/201 18:15:55 Al
¥ 12/21/2018 10:15:58 AM
12/21/2015 19:15:55 AM

L | 18 | 0 | 1

K Lk

8% |

18:15:58 AM
18: 15:58 AM
18:15:58 AM
18:15:58 AM
18:15:58 AM
18:15:58 AM
18: 15:58 AM
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Bu oOrnekte butonlar momentary olarak tanimlandigi i¢in butona basmayi birakinca
Alarm/Event Display’de goriintiilenen alarm kaybolmaktadir. Fakat Alarm/Event Summary
History’de alarmlar zaman bilgileriyle birlikte goriillmeye devam eder.

Asagidaki resimde Alarm4 butonuna basili tutularak Alarm4 occured mesaji Alarm/Event

Display’de goriilmektedir.

Ohi TEST MODE-Alarm-000:5creen Pagel000 — O >
File View Options

12/21/21185

12/21/2115 1:23:29 An

W23
W23

12/21/2115 % %% 10:21:02 AM Alarmd & |
B:2i:

12/21/2115 1A:21:[2 AN marmiﬂ
le/21/2815 1 A TR02A:58 A Alarm:
12/21/2015 18:20:56 A 10:20:36 AM Alarm] w |

Uy | 060 | | ] | ] |7 A
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Ekranda c¢ikan Alarm/Event Summary History’nin altindaki ikonlarla siralama sekli

secilebilmektedir. Burada hangilerinin olacagi da yukarida da bahsedildigi gibi “lcon”

kismindan ayarlanabilmektedir.

12/21/2015
12/21/2013
12/21/2015
12/21/2015

18:24:46 AM
1824 :47 AM
18:23:29 AM
18:21:[2 AM
18:21:[2 AM
1@ 2155 AM
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Asagidaki resimde herhangi bir butona tiklanmadig: icin Alarm/Event Display’de alarm
goriilmemektedir. Onceden olusan alarmlar Alarm/Event Summary History’de zaman

sirasina gore siralanmig bir sekilde goriilmektedir.

O TEST MODE-Alarm-000:5creen Pagel000 — O
FiILE} View Options

le/2l/2n18
le/el/2n1s
le/21/2n18
1272172118

~
Iy | U8 | | ) 0| | ] | A A 0
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